RESIN STERILIZATION WITH HYDROGEN PEROXIDE

1. Backwash the column of resin in a normal manner. Brine treat the bed with 10% NaCl at 10 lbs/cu.ft. to convert the resin to the salt form and remove any reactive substances from the bed. Verify the pH is above 6.5 before proceeding. For salt regenerated exchangers it is not necessary but may be helpful to regenerate first, to purge any build up of suspended solids.

2. Next, add sufficient hydrogen peroxide to make up a solution volume of 0.25% H₂O₂ equal to the resin volume. In cases of extreme contamination, hydrogen peroxide concentrations up to 1% may be used without significant risk of damage to the resin. Be sure to completely vent the tank holding the resin. Hydrogen peroxide decomposes back into oxygen gas which can significantly raise the pressure inside a closed tank.

3. Pass the solution slowly through the resin so that it takes at least 30 minutes to introduce all the solution. When all the solution has been introduced but is still covering the resin bed, stop the drain and allow the resin to soak in the solution for a minimum of 1 hour.

4. For complete sterilization, the hydrogen peroxide should remain in contact with the resin for at least 1 hour. Contact times up to 8 hours may sometimes be beneficial. Longer contact times probably do not improve sterilization results. Recirculating the solution during this time will improve results. Periodic agitation of the bed by air or paddle will also help.

5. Finally, the resin should be rinsed free of the solution using a minimum of 75 gallons of water per cubic foot of resin, to remove any disinfection by products that may have formed prior to return to service. If the unit is not placed in service immediately following sterilization, it should be pre-rinsed with a minimum of 15 gallons per cubic foot of final rinse water just before it is placed back into service.

WARNING

HYDROGEN PEROXIDE BY ITSELF DOES NOT DAMAGE ION EXCHANGE RESINS EVEN AT CONCENTRATIONS APPROACHING 10%. HOWEVER, THE PRESENCE OF IRON FOULING (OR OTHER METALS) CAUSES HYDROGEN PEROXIDE TO DECOMPOSE. THE DECOMPOSITION IS EXOTHERMIC AND OCCURS MORE RAPIDLY WHEN TEMPERATURES ARE ELEVATED. THIS CAN RESULT IN A RUN AWAY REACTION WHERE THE TEMPERATURE APPROACHES BOILING AND OR REACHES EXPLOSIVE COMPOSITION. RESINTECH STRONGLY URGES CAUTION WHEN USING HYDROGEN PEROXIDE. KEEP CONCENTRATIONS AT OR BELOW 1%. MAKE CERTAIN THAT TANKS ARE VENTED. DO NOT LEAVE TANKS UNATTENDED WHEN FULL OF HYDROGEN PEROXIDE SOLUTIONS. DO NOT LEAVE PEROXIDE IN CONTACT WITH RESIN FOR LONGER THAN 1 HOUR. IF RESIN IS IRON FOULED, TREATMENT TO REMOVE THE IRON SHOULD BE PERFORMED BEFORE USE OF HYDROGEN PEROXIDE.

PEROXIDES REACT WITH MANY PLASTIC MATERIALS CAUSING RAPID DEGRADATION. RESINTECH MAKES NO RECOMMENDATIONS ABOUT THE SUITABILITY OF VARIOUS MATERIAL OF CONSTRUCTION TO TOLERATE PEROXIDE SOLUTIONS AND ASSUMES NO LIABILITY FOR DAMAGE.